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DEDUCT ALTERNATE #4 - SCOPE- ONCOLOGY
DESCRIPTION

DEDUCT THE ENTIRE ONCOLOGY DEPARTMENT SCOPE OF WORK. SHEETS A-ON-101 THROUGH FP-ON-501

DEDUCT ALTERNATE #3-SCOPE- CORRIDORS AND ELEVATOR LOBBY
TYPE OF WORK DESCRIPTION OF WORK TO BE DEDUCTED

DEDUCT DEMO OF EXISTING VINYL
FLOOR

CONTRACTOR WILL REMOVE AND DISPOSE OF THE VCT IN A SAFE
MANNER. REMAINING MASTIC WILL BE REMOVED TO ENSURE A
SMOOTH SURFACE FOR INSTALLATION OF A NEW FLOOR.

DEDUCT DEMO OF EXISTING WALL
COVERINGS

REMOVE AND DISPOSE OF FABRIC TYPE WALL TREATMENTS.
MATERIAL CAN BE REMOVED AS A SHEET O A CAREFUL MANNER.
WALL SHOULD BE SANDED SMOOTH AND ALL REMAINING ADHESIVE
REMOVED IN PREPARATION OF PAINTING.

DEDUCT DEMO OF BASE MOLDING REMOVE IN A CAREFUL MANNER BASE MOLDING
DEDUCT DEMO OF EXISTING
SUSPENDED CEILING AND GRID

REMOVE AND DISPOSE OF T-BARS, ANGLE WALL SUPPORTS AND
TILES.

DEDUCT DEMO AND DISPOSAL OF
EXISTING CEILING LIGHT FIXTURES

REMOVE AND DISPOSE OF ALL LIGHTING FIXTURES. CONTRACTOR
WILL DISPOSE OF BULBS IN A SAFE AND RESPONSIBLE MANNER.

DEDUCT DEMO OF CPVC FIRE
PROTECTION PIPE

REMOVE PVC FIRE PROTECTION PIPING IN ANTICIPATION OF
REPLACEMENT WITH NEW BLACK PIPE. CONTRACTOR WILL PROVIDE
ALL NECESSARY SAFETY PRECAUTIONS, FIRE WATCH AND
COORDINATION PRIOR TO ANY WORK.

DEDUCT DEMO OF DUCT WORK DUCT WORK DEMO IS NOT IN SCOPE. MODIFICATIONS TO THE
DUCTWORK SHOULD BE INCLUDED IN BASE BID.

DEDUCT DEMO OF ELECTRICAL ELECTRICAL DEMO IS NOT IN SCOPE. MODIFICATIONS TO THE
ELECTRICAL SHOULD BE INCLUDED IN BASE BID. WHIPS FEEDING
EXISTING LIGHTING SHOULD REMAIN AND MADE SAFE FOR FUTURE
USE. EXISTING WALL SWITCHS AND RECEPTICALS SHOULD REMAIN IN
PLACE, MADE SAFE FOR FUTURE USE.

DEDUCT WALLS- PREP CONTRACTOR WILL PATCH AND REPAIR WALLS AS NEEDED PRIOR TO
PAINTING. ALL WALL SURFACES SHOULD BE SMOOTH AND FREE OF
DEFECTS.

DEDUCT WALLS-PAINTING CONTRACTOR WILL PAINT THE WALLS PER FINISH ROOM SCHEDULE
AND APPLICABLE SPEC.

DEDUCT WALLS- VINYL STRIP CONTRACTOR WILL INSTALL NEW BASE TRIM PER FINISH ROOM
SCHEDULE AND APPLICABLE SPEC.

DEDUCT WALLS- HANDRAILS AND
BUMPER STRIPS

CONTRACTOR WILL INSTALL NEW HANDRAILS AND BUMPER STRIPS
PER FINISH ROOM SCHEDULE AND APPLICABLE SPEC.

DEDUCT CEILING – SUSPENDED CONTRACTOR WILL INSTALL A NEW SUSPENDED CEILING GRID, TILES
AND SYSTEM TO MATCH PER PLAN AND FINISH SCHEDULE.

DEDUCT FIXTURES CONTRACTOR WILL ENSURE THAT ALL EXISTING WALL AND CEILING
MOUNTED DEVICES (example- EXIT SIGNS) WILL REMAIN IN PLACE IN A
FUNCTIONAL MANNER, BE KEPT CLEAN AND UNDAMAGED IN ANY WAY.

DEDUCT LIGHTING CONTRACTOR WILL INSTALL NEW LIGHTING FIXTURES PER SCHEDULE.
TO MATCH NEW ADJACENT FIXTURES

DEDUCT DOORS AND HARDWARE EXISTING FRAMES TO REMAIN. DOOR SLABS TO BE REMOVED AND
REPLACED WITH NEW TO MATCH ADJACENT AREAS. EXISTING
HARDWARE TO BE REMOVED AND REUSED. PAINT FRAMES TO MATCH
FINISH PLAN.

**NOTE:
IN ROOMS ADJACENT TO THE HALLWAY THE PVC FIRE PROTECTION PIPING WILL BE REMOVED. TO
FACILITATE THIS WORK THE CONTRACTOR WILL REMOVE AND REPLACE THE METAL PAN CEILING AS
NEEDED. CARE WILL BE TAKEN TO ENSURE THAT THE CEILING CAN BE REPLACED IN A HIGH QUALITY
MANNER. CARE SHOULD BE TAKEN TO STORE THE METAL PANELS IN A SAFE MANNER DURING THE FIRE
PROTECTION WORK. THIS WORK IS TO BE INCLUDED IN BASE BID.

DEDUCT ALTERNATE #1- SCOPE- AREA WEST OF SURGERY
TYPE OF WORK DESCRIPTION OF WORK TO BE DEDUCTED

DEDUCT DEMO OF EXISTING
VINYL FLOOR

CONTRACTOR WILL REMOVE AND DISPOSE OF THE VCT IN A SAFE
MANNER. REMAINING MASTIC WILL BE REMOVED TO ENSURE A SMOOTH
SURFACE FOR INSTALLATION OF A NEW FLOOR.

DEDUCT DEMO OF EXISTING
WALL COVERINGS

REMOVE AND DISPOSE OF FABRIC TYPE WALL TREATMENTS WHERE
APPLICABLE. MATERIAL CAN BE REMOVED AS A SHEET WITH A CAREFUL
MANNER. WALL SHOULD BE SANDED SMOOTH AND ALL REMAINING
ADHEASIVE REMOVED IN PREPARATION OF PAINTING.

DEDUCT DEMO OF BASE
MOLDING

REMOVE IN A CAREFUL MANNER BASE MOLDING

DEDUCT DEMO EXISTING
SUSPENDED CEILING AND GRID

N/A

DEDUCT DEMO AND DISPOSAL
OF EXISTING CEILING LIGHT
FIXTURES

REMOVE AND DISPOSE OF ALL CEILING LIGHTING FIXTURES.
CONTRACTOR WILL DISPOSE OF BULBS IN A SAFE AND RESPONSIBLE
MANNER.

DEDUCT DEMO OF CPVC FIRE
PROTECTION PIPE

N/A - EXISTING TO REMAIN

DEDUCT DEMO OF DUCT WORK N/A
DEDUCT DEMO OF ELECTRICAL MINOR ELECTRICAL REMOVAL MODIFICATIONS TO THE ELECTRICAL

SHOULD BE INCLUDED IN BASE BID. WHIPS FEEDING EXISTING LIGHTING
SHOULD REMAIN AND MADE SAFE FOR FUTURE USE. EXISTING WALL
SWITCHS AND RECEPTICALS SHOULD REMAIN IN PLACE, MADE SAFE
FOR FUTURE USE.

DEDUCT WALLS- PREP CONTRACTOR WILL INSTALL NEW SHORT WALL AND PATCH AND REPAIR
WALLS AS NEEDED PRIOR TO PAINTING. ALL WALL SURFACES SHOULD
BE SMOOTH AND FREE OF DEFECTS.

DEDUCT WALLS-PAINTING CONTRACTOR WILL PAINT THE WALLS PER FINISH ROOM SCHEDULE AND
APPLICABLE SPEC.

DEDUCT WALLS- VINYL TRIM CONTRACTOR WILL INSTALL NEW BASE TRIM PER FINISH ROOM
SCHEDULE AND APPLICABLE SPEC.

DEDUCT CEILING – GYP. PATCH AND REPAIR AS REQUIRED
DEDUCT FIXTURES CONTRACTOR WILL ENSURE THAT ALL EXISTING WALL AND CEILING

MOUNTED DEVICES (example- EXIT SIGNS) WILL REMAIN IN PLACE IN A
FUNCTIONAL MANNER, BE KEPT CLEAN AND UNDAMAGED IN ANY WAY.

DEDUCT LIGHTING CONTRACTOR WILL INSTALL NEW LIGHTING FIXTURES PER SCHEDULE.
TO MATCH NEW ADJACENT FIXTURES

DEDUCT DOORS AND
HARDWARE

EXISTING FRAMES TO REMAIN FOR PATHOLOGY OFFICE. USE EXISTING
TOILET ROOM DOOR. NEW DOOR INTO SMALL HALLWAY. PAINT FRAMES
TO MATCH FINISH PLAN.

DEDUCT ALTERNATE #2 - SCOPE- ONCOLOGY PNEUMATIC TUBE SYSTEM

TYPE OF WORK DESCRIPTION OF WORK TO BE DEDUCTED
DEDUCT THE PURCHASE AND
INSTALL OF A NEW EXTENSION
TO THE EXISTING PNEUMATIC
TUBE DELIVERY SYSTEM

EXISTING PNEUMATIC SYSTEM WILL BE EXTENDED TO SERVICE THE
AREAS AS SHOWN ON SHEET G-009. INSTALLATION IS A COMPLETE TURN
KEY INCLUDING ALL ENGINEERING, CONTROLS, COMPONENTS AND DE-
BUGGING. CORING AND INSTALLATION OF ALL CONNECTING 6” TUBING
RESPONSIBILITY OF SYSTEM SUPPLIER THROUGH THE GC.

DEDUCT FINISH CARPENTRY WORK INCLUDES ROUGH IN FOR SEND/RECEIVE STATIONS, TRIM WORK AS
REQUIRED AND PAINTING

DEDUCT ELECTRICAL PROVIDE ELECTRICAL SERVICE AS REQUIRED PER MANUFACTURER
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PRIMARY CAMPUS ENTRANCE

FACILITY
MANAGEMENT OFFICES
BUILDING 3

BUILDING 133

N
G

R
E

E
N

B
A

Y
R

D

BUCKLEY RD (137)

GARAGE

MAIN ENTRANCE

LOADING DOCK

P

L
E

W
IS

A
V

E

GREENBAY ENTRANCE

MAIN ENTRANCE

LOADING DOCK

Notes:
1. Provide all necessary safety barriers and signage around
staging areas. Coordinate requirements with Owners safety
personnel.

PROJECT AREA
CONTRACTOR PARKING

LOT #1
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WASTE AND VENT INSTALLATION SEQUENCE NOTES
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